6” — 90" BEND, (FLxFL)

6” DI (TYP)

6” — 90" BEND, (FLxFL)

WELD EXPANDED METAL
16 GAUGE MESH TO
6" AND 12" PIPE

12" STL PIPE (PEXFL)

BOLT OR WELD FLANGE

TO TOP OF GRATE

WD D

6” — 90" BEND, (RJ x RJ)
6” DI FROM PRV

(RESTRAINED) \

¢

THRUST BLOCK

NOTE:

1. PAINT ALL EXPOSED PIPING AND FITTINGS ABOVE GRADE.

NN

CUT OPENING IN GRATE
TO MATCH PIPE

12" STORM DRAIN

TYPE 1
CATCH BASIN
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CATCH BASIN DETAIL
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